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List of Standard Details 

LIST OF STANDARD DETAILS 
CHAPTER 3 – EROSION AND SEDIMENT CONTROL 

Silt Fence ..................................................................................................... I-30.15-02 / I-30.16-01 
Wattle Installation on Slope ............................................................................................. I-30.30-02 
Storm Drain Inlet Protection ........................................................................ I-40.10-00 / I-40.20-00 
Check Dam on Channels ...................................................................................................I-50.20-01 
Miscellaneous Erosion Control Measures  .......................................................................I-80.10-02 
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LIST OF STANDARD DETAILS 
CHAPTER 4 – TRANSPORTATION 

Major Arterial Street Section ..................................................................................... ST –Major Art 
Minor Arterial Street Section .....................................................................................ST –Minor Art 
Collector Street Section ............................................................................................... ST -Collector 
Local Access ..................................................................................................................... ST -Local 
Minor Access ........................................................................................................... ST –Minor Acc 
Half-Street Section .............................................................................................................. ST -Half 
Alley Section/Private Road ...................................................................................ST –Alley/Private 
Trench – Utility Patch ............................................................................................ ST -Utility Patch 
Asphalt Diamond Patch .................................................................................... ST -Diamond-Patch 
Intersection Clearance Zone ......................................................................................................ST-6 
Alternative Fire Apparatus Access Turnarounds .................................. VRFA-Alt Fire Turnaround 
Street Sign .................................................................................................................... ST-Stnd Sign 
Street Sign – Arterial ...........................................................................................ST-Street Sign Art 
Street Sign – Local and Collector ..................................................................... ST-Street Sign L&C 
Street Sign – Private......................................................................................................... ST-Private 
Survey Monument Types 1 and 2 ................................................................................... A-10.20-00 
Monument Case and Cover ............................................................................................. A-10.30-00 
Cement Concrete Curb ..................................................................................................... F-10.12-03 
Cement Concrete Sidewalk .............................................................................................. F-30.10-03 
Curb Ramp  ....................................................... F-40.12-03 / F-40.14-03 / F-40.15-03 / F-40.16-03 
Detectable Warning Surface ............................................................................................ F-45.10-07 
Cement Concrete Driveway Entrances Types 1, 2, 3, &4 ............................................... F-80.10-04 
Ground Mounted Sign Placement ................................................................................... G-20.10-02 
Steel Sign Support Types ST-1 – ST-4 ........................................................................... G-24.50-05 
Bicycle Lane Symbol Layout........................................................................................... M-9.50-02 
Share Use Path Markings ................................................................................................. M-9.60-00 
Crosswalk Layout .......................................................................................................... M-15.10-01 
Parking Space Layouts ................................................................................................... M-17.10-02 
Longitudinal Marking Patterns ...................................................................................... M-20.10-02 
Symbol Markings - Traffic Arrows ............................................................................... M-24.40-02 
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LIST OF STANDARD DETAILS 
CHAPTER 5 – STORM WATER 

Catch Basin Type I............................................................................................................ B-5.20-02 
Catch Basin Type 2 ......................................................................................................... B-10.20-02 
Catch Basin Type 2 with Flow Restrictor ....................................................................... B-10.40-01 
Manhole Type 1 .............................................................................................................. B-15.20-01 
Manhole Type 2 .............................................................................................................. B-15.40-01 
Rectangular Frame .......................................................................................................... B-30.10-03 
Rectangular Herringbone Grate ...................................................................................... B-30.50-03 
Circular Frame (Ring) and Cover ................................................................................... B-30.70-04 
Miscellaneous Details for Drainage Structures ............................................................... B-30.90-02 
Pipe Zone Bedding and Backfill ..................................................................................... B-55.20-02 
Riprap and Energy Dissipation for Ditch...................................................................... SD-Dtch-RR 
New Ditch Construction ............................................................................................ SD-Dtch-New 
Downspout Infiltration Trench (use King Co.) .......................................................................... XXX 
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LIST OF STANDARD DETAILS 
CHAPTER 6 – WATER 

Water Main Depth Requirements ...................................................................................... WT-Dpth 
Typical Utility Crossing ...............................................................................................WT-Util-Xng 
Thrust Restrain for Ductile Iron Pipe......................................................................... WT-Thrst-Res 
Anchor Block ........................................................................................................... WT-Anch-Blck 
Wet Tap Connection .................................................................................................... WT-Wet-Tap 
Cut In Connection ............................................................................................................ WT-Cut In 
Fire Hydrant Assembly ...................................................................................................... WT-FHA 
Fire Hydrant Assembly in Cut or Fill ......................................................................... WT-FHA-C/F 
Water Service - ¾” and 1” Plan and Section .................................................. WT-Srvc-3-4 – 1 P-S 
Water Service - ¾” and 1” Notes ....................................................................... WT-Srvc-3/4-1-Nts 
Water Service - 1 ½” and 2” ........................................................................................... WT-Srvc-2 
Water Service Vault - 3” Through 10” Plan and Section ................................. WT-Srvc-3-10-P&S 
Water Service Vault - 3” Through 10” Notes ..................................................... WT-Srvc-3-10-Nts 
Blow-Of Assembly .................................................................................................... WT-Blow-Off 
Air and Vacuum Release Assembly ............................................................................... WT-AVRA 
Water Sampling Station ........................................................................................... WT-Smpl-Sta-1 
Water Sampling Station ........................................................................................... WT-Smpl-Sta-2 
Reduced Pressure Backflow Device ................................................................................WT-RPBD 
Detector Double-Check Valve Assembly .................................................................... WT-DDCVA 
Double-Check Valve Assembly - Residential ............................................................. WT-DDCVA 
Double-Check Detector with Fire Connection ............................................................. WT-DCDFC 
Valve Stem Extension ................................................................................................... WT-Vlv-Ext 
Valve Box Adjustment .................................................................................................. WT-Vlv-Adj 
Fire Riser .................................................................................................................... WT-Fire Riser 
Pipe Zone Bedding and Backfill ..................................................................................... B-55.20-02 
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LIST OF STANDARD DETAILS 
CHAPTER 7 – SEWER 

Manhole - Typical ..........................................................................................................SS-MH-Typ 
Manhole - Plan ................................................................................................................ SS-MH-Pln 
Manhole - Frame Collar ................................................................................................. SS-MH-Cllr 
Manhole - Saddle .......................................................................................................... SS-MH-Sddl 
Manhole - Shallow ...................................................................................................... SS-MH-Shllw 
Manhole - Inside Drop .............................................................................................. SS-MH-Drp-In 
Manhole - Outside Drop ........................................................................................ SS-MH-Drp-Out 
Manhole - Force Main Discharge ........................................................................... SS-MH-FM-Dis 
Side Sewer - Single ........................................................................................................ SS-SD-Sngl 
Side Sewer - Dual ..........................................................................................................SS-SD-Dual 
Side Sewer – At Ditch....................................................................................................SS-SD-Dtch 
Side Sewer - Existing Street ....................................................................................... SS-SD-Xst-St 
Side Sewer - Private ........................................................................................................ SS-SD-Prvt 
Side Sewer - Deep ......................................................................................................... SS-SD-Deep 
Air and Vacuum Release Assembly ................................................................................ SS-AVRA 
Typical Grinder Pump Installation.......................................................................................... PS-1A 
Residential Grinder Pump Assembly Notes ........................................................................... PS-1B 
Grinder Service to Gravity Main Connection ............................................................................ PS-2 
Typical Grinder Sewer Air Release Valve................................................................................. PS-3 
Typical Pressure Sewer Connection .......................................................................................... PS-8 
Typical Force Main Line Gate Valve ...................................................................................... PS-10 
Pressure Sewer CO/2”-4” Pig Launcher .................................................................................. PS-11 
Pressure Sewer Pig Port Detail (6” Dia. and Above)............................................................ PS-12A 
Pressure Main Cleanout (6” Dia. and Above) ...................................................................... PS-12B 
Pressure Sewer Pig Launcher................................................................................................... PS-13 
Remote Post – Residential Control Panel Installation ............................................................. PS-14 
Typical Control Panel Installation on Existing House ............................................................. PS-15 
Typical Flushing Connection ................................................................................................... PS-16 
Circular Frame (Ring) and Cover ................................................................................... B-30.70-04 
Miscellaneous Details for Drainage Structures ............................................................... B-30.90-02 
Pipe Zone Bedding and Backfill ..................................................................................... B-55.20-02 
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LIST OF STANDARD DETAILS 
CHAPTER 9 – LANDSCAPING 

Swing Gate and Fence ..................................................................................................... LS-Fnc-Gt 
Street Tree - Root Guard ...................................................................................................LS-Rt Grd 
Rock Wall ...................................................................................................................... LS-Rck-Wll 
Wetland Sign .............................................................................................................. LS-Wtlnd Sgn 
Mailbox Support Type 1, Type 2, and Type 3 ...................... H-70.10-01 / H70.20-01 / H-70.30-02 
School Bus Stop Shelter.................................................................................................LS-BS-Shltr 
Ground Cover Planting ................................................................................................ LS-Grnd Cvr 
Ball and Burlap Planting Detail ....................................................................................................... ? 
Rooted Cutting / Offset / Seedling Detail ........................................................................................ ? 
Bare Root / Can Stock Planting Details ........................................................................................... ? 
 
⨪


